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INTRODUCTION, SUMMARY CONCLUSIONS AND RECOMMENDATIONS 
 
The release of over five million cubic yards of coal combustion waste from the Tennessee Valley 
Authority’s Kingston, Tennessee facility in December 2008 flooded more than 300 acres of land, 
damaging homes and property.  In response the U.S. EPA is assessing the stability and 
functionality of the coal combustion ash impoundments and other management units across the 
country and, as necessary, identifying any needed corrective measures. 
 
This assessment of the stability and functionality of the Cliffside Steam Station Ash Basin Dikes 
is based on a review of available documents and on the site assessment conducted by Dewberry 
personnel on February 23, 2011.  We found the supporting technical documentation adequate 
(Section 1.1.3).  As detailed in Section 1.2.5, there are two recommendations based on field 
observations that may help to maintain a safe and trouble-free operation.  
 
In summary, the Cliffside Steam Station Ash Basin Dikes are SATISFACTORY for continued 
safe and reliable operation, with no recognized existing or potential management unity safety 
deficiencies. 
 

PURPOSE AND SCOPE 
 
The U.S. Environmental Protection Agency (EPA) is embarking on an initiative to investigate 
the potential for catastrophic failure of Coal Combustion Surface Impoundments (i.e., 
management unit) from occurring at electric utilities in an effort to protect lives and property 
from the consequences of a dam failure or the improper release of impounded slurry.  The EPA 
initiative is intended to identify conditions that may adversely affect the structural stability and 
functionality of a management unit and its appurtenant structures (if present); to note the extent 
of deterioration (if present), status of maintenance and/or a need for immediate repair; to 
evaluate conformity with current design and construction practices; and to determine the hazard 
potential classification for units not currently classified by the management unit owner or by 
a state or federal agency.  The initiative will address management units that are classified as 
having a Less-than-Low, Low, Significant or High Hazard Potential ranking.  (For Classification, 
see pp. 3-8 of the 2004 Federal Guidelines for Dam Safety). 
 
In early 2009, the EPA sent its first wave of letters to coal-fired electric utilities seeking 
information on the safety of surface impoundments and similar facilities that receive liquid-borne 
material that store or dispose of coal combustion residue.  This letter was issued under the 
authority of the Comprehensive Environmental Response, Compensation, and Liability Act 
(CERCLA) Section 104(e), to assist the Agency in assessing the structural stability and 
functionality of such management units, including which facilities should be visited to perform a 
safety assessment of the berms, dikes, and dams used in the construction of these impoundments. 
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EPA requested that utility companies identify all management units including surface 
impoundments or similar diked or bermed management units or management units designated as 
landfills that receive liquid-borne material used for the storage or disposal of residuals or 
by-products from the combustion of coal, including, but not limited to, fly ash, bottom ash, boiler 
slag, or flue gas emission control residuals.  Utility companies provided information on the size, 
design, age and the amount of material placed in the units.  The EPA used the information 
received from the utilities to determine preliminarily which management units had or potentially 
could have High Hazard Potential ranking. 
 
The purpose of this report is to evaluate the condition and potential of residue release from 
management units that have or have not been rated for hazard potential classification.  This 
evaluation included a site visit.  Prior to conducting the site visit, a two-person team reviewed the 
information submitted to EPA, reviewed any relevant publicly available information from state 
or federal agencies regarding the unit hazard potential classification (if any) and accepted 
information provided via telephone communication with the management unit owner.  
 
Factors considered in determining the hazard potential classification of the management units(s) 
included the age and size of the impoundment, the quantity of coal combustion residuals or 
by-products that were stored or disposed of in these impoundments, its past operating history, 
and its geographic location relative to down gradient population centers and/or sensitive 
environmental systems.   
 
This report presents the opinion of the assessment team as to the potential of catastrophic failure 
and reports on the condition of the management unit(s).   
 

LIMITATIONS 
The assessment of dam safety reported herein is based on field observations and review of 
readily available information provided by the owner/operator of the subject coal combustion 
residue management unit(s).  Qualified Dewberry engineering personnel performed the field 
observations and review and made the assessment in conformance with the required scope of 
work and in accordance with reasonable and acceptable engineering practices.  No other 
warranty, either written or implied, is made with regard to our assessment of dam safety. 
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1.0 CONCLUSIONS AND RECOMMENDATIONS 
 

1.1 CONCLUSIONS 

Conclusions are based on visual observations from a one-day site visit, February 
23, 2011, and review of technical documentation provided by Duke Power 
Company. 

1.1.1 Conclusions Regarding the Structural Soundness of the Management 
Unit(s) 

The dike embankments and spillway appear to be structurally sound based 
on a review of the engineering data provided by the owner’s technical staff 
and Dewberry engineers’ observations during the site visit.  

1.1.2 Conclusions Regarding the Hydrologic/Hydraulic Safety of the 
Management Unit(s) 

Adequate capacity and freeboard to safely pass the design storm (full 
Probable Maximum Precipitation (PMP)) has not been demonstrated.  
Hydrologic and hydraulic analyses provided to Dewberry indicate there is 
adequate impoundment capacity to contain the ½ PMP design storm 
without overtopping the dikes.  (Appendix A: Doc 01 – 2007 Five-Year 
Inspection Report). 

1.1.3 Conclusions Regarding the Adequacy of Supporting Technical 
Documentation 

Supporting documentation reviewed by Dewberry is inadequate.  
Although documentation was provided for the hydrologic/hydraulic safety 
analysis, the PMP design storm was not assessed.  Remaining supporting 
technical documentation is adequate.  Engineering documentation 
reviewed is referenced in Appendix A.  

1.1.4 Conclusions Regarding the Description of the Management Unit(s) 

The description of the management unit provided by the owner was an 
accurate representation of what Dewberry observed in the field. 

1.1.5 Conclusions Regarding the Field Observations 

The visible parts of the embankment dikes and outlet structure were 
observed to have no signs of overstress, significant settlement, shear 
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failure, or other signs of significant instability although widespread 
seepage was observed along the toe of the upstream dike which needs to 
continue to be monitored.  There are no apparent indications of unsafe 
conditions or conditions needing remedial action. 

1.1.6 Conclusions Regarding the Adequacy of Maintenance and Methods of 
Operation 

The current maintenance and methods of operation appear to be adequate 
for the ash management unit.  There was no evidence of significant 
embankment repairs or prior releases observed during the field inspection.  
However there were minor ruts from erosion along the upstream dike, left 
abutment crest. 

1.1.7 Conclusions Regarding the Adequacy of the Surveillance and Monitoring 
Program 

The surveillance program appears to be adequate.  The management unit 
dikes are instrumented.  Multiple piezometers and observation wells have 
been installed as instrumentation.  However, widespread seepage at the toe 
of the upstream dike and seepage at the toe of the downstream dike need 
to be monitored and recorded.  If discoloration or changes in the flow are 
observed, then an action plan should be developed 

1.1.8 Classification Regarding Suitability for Continued Safe and Reliable 
Operation 

The facility is SATISFACTORY for continued safe and reliable 
operation.  No existing or potential management unit safety 
deficiencies are recognized.  Acceptable performance is expected 
under all applicable loading conditions (static, hydrologic, seismic) in 
accordance with the applicable criteria. 

1.2 RECOMMENDATIONS 

1.2.1 Recommendations Regarding the Hydrologic/Hydraulic Safety 

Perform hydrologic/hydraulic analysis to document adequate freeboard 
exists to pass the PMP event. 

1.2.2 Recommendations Regarding the Field Observations 

Continue to monitor seepage along the toe of both embankments. 
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1.2.3 Recommendations Regarding the Maintenance and Methods of Operation 

Remediate minor rutting along upstream dike, left abutment crest 

1.3 PARTICIPANTS AND ACKNOWLEDGEMENT 

1.3.1 List of Participants 

Steve Hodges, Duke 
Joshua Moore, Duke 
Alex Papp, Duke 
Henry Taylor, Duke 
Tim Russell, Duke 
Ed Sullivan, Duke 
Don Price, NCDENR-DWQ-ARO 
Andy Schneider, NCDENR 
Tamera Eplin, NCDENR-LQ 
Scott Harrell, NCDENR-LQ 
Ryan Kormanik, NCDENR-LQ 
Larry Frost, NCDENR-WM 
Bill Wagner, NCDENR-DWM 
Craig Dufficy, US EPA 
Justin Story, Dewberry 
Frederic Shmurak, Dewberry 

1.3.2 Acknowledgement and Signature 

We acknowledge that the management unit referenced herein has been 
assessed on February 23, 2011. 

 
 
 
             
Frederic Shmurak, P.E.     Justin Story, E.I. 
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2.0 DESCRIPTION OF THE COAL COMBUSTION RESIDUE MANAGEMENT 
UNIT(S) 

 
2.1 LOCATION AND GENERAL DESCRIPTION 

The Cliffside Steam Station is situated on the Cleveland/Rutherford County Line in 
Mooresboro, North Carolina.  The site is just to the south of the Broad River and is 
approximately 55 miles west of Charlotte, NC.  The nearest downstream town is 
Gaffney, South Carolina and is approximately 12 miles away.  Figure 2.1a depicts a 
vicinity map around the Cliffside Steam Station while Figure 2.1b depicts an aerial 
view of the Cliffside Station.  Table 2.1 provides the physical dimensions of the ash 
basin dikes. 

 

 Figure 2.1 a: Cliffside Steam Station Vicinity Map 
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Figure 2.1 b: Cliffside Steam Station Aerial View 

Table 2.1: Summary of Dam Dimensions and Size 

  
Upstream 

Embankment 
Downstream 
Embankment 

Dam Height (ft) 60 120 
Crest Width (ft) 15 15 
Length (ft) 890 876 
Side Slopes (upstream) H:V 2.5:1 2.5:1/2.1 
Side Slopes (downstream) 
H:V 2.5:1/2:1 2.5:1 

 

2.2 COAL COMBUSTION RESIDUE HANDLING 

2.2.1 Fly Ash 

Fly ash is collected at the base of the stack by an electrostatic precipitator.  
The collected ash is stored in hoppers and conveyed pneumatically to a 
silo (see photo below).  From the silo it is conveyed hydraulically in a pipe 
to the Active Ash Pond.  The discharge into the ash pond is continuous.    

Downstream 
Dike 

Upstream 
Dike 

Cliffside 
Station 
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Fly Ash Hoppers 

 

Fly Ash Silo 

2.2.2 Bottom Ash 

Bottom ash is collected from the furnace and conveyed through the same 
pipe as the fly ash into the Active Ash Pond. 



DRAFT 

Cliffside Steam Station 2-4 

Duke Energy Corporation Coal Combustion Residue Impoundment  

Mooresboro, North Carolina Dam Assessment Report  

 

Bottom Ash Collection 

2.2.3 Boiler Slag 

Boiler slag is collected from the boiler and is sluiced into the same pipe 
that conveys fly and bottom ash into the Active Ash Pond.  

 

Boiler – Point of Boiler Slag Discharge 
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2.2.4 Flue Gas Desulfurization Sludge 

The Cliffside Steam Station has a flue gas desulfurization unit.  Residuals 
from that process are, at times, transported by pipeline to the ash pond; or 
may be transported out by truck (i.e. gypsum byproduct).  

2.3 SIZE AND HAZARD CLASSIFICATION 

The ash pond is a cross-valley system impounded by two earthen embankment 
dikes.  One dike is labeled as the downstream dike (State ID # CLEVE-049) which 
is closest to the NPDES permitted outfall and the other is the upstream dike (State 
ID # CLEVE-050).   

Table 2.3a: USACE ER 1110-2-106 
Size Classification 

Category 
Downstream Impoundment 
Storage (Ac-ft) Height (ft) 

Small 50 and < 1,000 25 and < 40 
Intermediate 1,000 and < 50,000 40 and < 100 
Large >  50,000 > 100 

 

Table 2.3a: USACE ER 1110-2-106 
Size Classification 

Category 
Upstream Impoundment 
Storage (Ac-ft) Height (ft) 

Small 50 and < 1,000 25 and < 40 
Intermediate 1,000 and < 50,000 40 and < 100 
Large >  50,000 > 100 

 

A Hazard Classification of Low has been assigned based on North Carolina Utilities 
Commission Criteria.  Based on observations, a classification of Significant 
appears to be appropriate.  Per the Federal Guidelines for Dam Safety dated April 
2004, a Significant Hazard Potential classification applies to those dams where 
failure or misoperation results in no probable loss of human life but can cause 
economic loss, environmental damage, disruption of lifeline facilities, or can impact 
other concerns.  Losses are principally limited to the owner’s property.  
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Table 2.3b: FEMA Federal Guidelines for Dam Safety 
Hazard Classification 
 Loss of Human Life Economic, Environmental, 

Lifeline Losses 
Low None Expected Low and generally limited to owner 
Significant None Expected Yes 
High Probable.  One or more 

expected 
Yes (but not necessary for 
classification) 

 

Considering the low probability of loss of life should the fly ash dam system fail, a 
Federal Hazard Classification of Significant is appropriate for this size facility.  

2.4 AMOUNT AND TYPE OF RESIDUALS CURRENTLY CONTAINED IN THE 
UNIT(S) AND MAXIMUM CAPACITY 

The ash pond permanently contains fly ash, bottom ash, pyrites, flue gas emission 
control residuals, and boiler slag.  Pond wastewater is from water treatment; boiler 
blowdown; floor, laboratory and equipment cleaning drains; cooling tower 
blowdown; boiler chemical cleaning wastes; storm water runoff; coal pile runoff; 
fire protection; and mill rejects.  

Table 2.4: Maximum Capacity of Unit 
Cliffside Ash Pond 

Surface Area (acre) 84 
Current Storage Capacity (cubic yards) 1,621,400* 
Current Storage Capacity (acre-feet) 1,005* 
Total Storage Capacity (cubic yards) 8,107,000 
Total Storage Capacity (acre-feet) 5,025 
Crest Elevation (feet) 775 (lowest) 
Normal Pond Level (feet) 765 

*Based on an estimate that the ash pond was 80% full in January 2009 
(Appendix A: Doc 02: Response to EPA) 

2.5 PRINCIPAL PROJECT STRUCTURES 

2.5.1 Earth Embankment 

The original material of the embankment is assumed to be native soils 
from nearby borrow pits. 

2.5.2 Outlet Structures 
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A drainage tower that discharges through a 42-inch diameter reinforced 
concrete pipe (RCP) into the Broad River is the main outlet structure. 

 

2.6 CRITICAL INFRASTRUCTURE WITHIN FIVE MILES DOWN GRADIENT 

Dewberry attempted to identify critical structures using aerial photography, which 
might not accurately represent what currently exists down-gradient of the site.  No 
critical infrastructure was found to be downstream of the site. 
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3.0 SUMMARY OF RELEVANT REPORTS, PERMITS, AND INCIDENTS 
 

Summary of Reports on the Safety of the Management Unit 

2007 Five-Year Inspection Report, Cliffside Station Ash Basin Dikes, MACTEC.  
Dated 1/09/2007.  (Appendix A: Doc 01 - 2007 Five-Year Inspection Report) 

The report made the following recommendations: 

 No further study of hydrologic safety was recommended; 

 Grassed slopes of dikes should continue to be reseeded in areas where 
equipment has disturbed the vegetation, and the existing maintenance 
program should be continued and upgraded to include regular mowing of the 
slopes; 

 Burrowing animals should be prevented from establishing themselves on the 
dike slopes and abutments.  A maintenance program in which the grass 
cover is mowed at least twice yearly helps deny cover for the animals; 

 Quantitative monitoring of the water level and piezometer water levels 
should continue on a monthly basis.  Data should be updated, recorded and 
compared to prior analyses; 

 Existing vegetation along the swamp area at the downstream toe of the 
upstream dike should be removed.  At least annually, the vegetation in this 
area should be cut by hand.  Construction of surface ditches to drain this 
area would be helpful in accessing the area for vegetation control; 

 The vegetation in the rock rip-rap toe areas of the upstream dike should be 
removed and then controlled by annual application of herbicide. 

Annual and monthly inspections reports are also provided, see Appendix A: Doc 04 
and 05 for annual reports and Appendix A: Doc 06 – Jan 2011 Monthly Inspection 
for an example monthly report. 
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3.1 SUMMARY OF LOCAL, STATE, AND FEDERAL ENVIRONMENTAL 
PERMITS 

The dam is inspected by NCDENR Dam Safety Program.  NCDENR inspection 
reports can be found in Appendix A: Doc 07 – Cliffside CLEV-049(Downstream 
Dike) and Doc 08 – Cliffside CLEV-050 (Upstream Dike). 

Discharge from the impoundment is regulated by the Federal National Pollutant 
Discharge Elimination Program (NPDES) and the impoundment has been issued 
NPDES Permit No. 0005088. 

3.2 SUMMARY OF SPILL/RELEASE INCIDENTS 

Data reviewed by Dewberry did not indicate any spills, unpermitted releases, or 
other performance related problems with the dam over the last 10 years. 
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4.0 SUMMARY OF HISTORY OF CONSTRUCTION AND OPERATION 
 

4.1 SUMMARY OF CONSTRUCTION HISTORY 

4.1.1 Original Construction 

Design studies, drawings and specifications were made for the ash pond 
dikes in 1972/73 by Duke Power Company’s Design group.  Borings at 
the dike foundations and borrow pits were conducted by Duke’s 
Construction group in the spring and summer of 1973.  The construction 
occurred in two phases, the first of which began in 1974 and was 
completed in 1975 by Burns and Spangler Construction Company.  The 
second phase consisted of increasing the height of the lower and upper 
dike which was eventually completed in late 1980. 

4.1.2 Significant Changes/Modifications in Design since Original Construction 

No documentation of significant changes/modifications in design since 
original construction was provided. 

4.1.3 Significant Repairs/Rehabilitation since Original Construction 

No documentation of significant repairs/rehabilitation since original 
construction was provided. 

4.2 SUMMARY OF OPERATIONAL PROCEDURES 

4.2.1 Original Operational Procedures 

The ash pond was designed and operated for reservoir sedimentation and 
sediment storage of ash.  Plant process waste water, coal combustion 
waste, coal pile stormwater runoff, and stormwater runoff around the Ash 
Pond facility are discharged into the reservoir.  Inflow water is treated 
through gravity settling and deposition, and the treated process water and 
stormwater runoff is discharged through an unregulated type overflow 
outlet structure. 

4.2.2 Significant Changes in Operational Procedures and Original Startup 

No documentation was provided describing any significant changes in 
Operating Procedures. 
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4.2.3 Current Operational Procedures 

Original operational procedures appear to be effect.  

4.2.4 Other Notable Events since Original Startup 

No additional information was provided. 
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5.0 FIELD OBSERVATIONS 
 

5.1 PROJECT OVERVIEW AND SIGNIFICANT FINDINGS 

Dewberry personnel Frederic Shmurak, P.E. and Justin Story, E.I. performed a site 
visit on Wednesday, February 23, 2011, in company with the participants. 

The site visit began at 10:00 AM.  The weather was a partly cloudy cool day.  
Photographs were taken of conditions observed.  Please refer to the Dam Inspection 
Checklist in Appendix B. Selected photographs are included here for ease of visual 
reference.  All pictures were taken by Dewberry personnel during the site visit. 

The overall assessment of the upstream and downstream dams was that it was in 
satisfactory condition and no significant findings were noted. 

5.2 UPSTREAM DIKE (CLEV-050) 

5.2.1 Crest 

There was minor rutting along the upstream dike, left abutment crest.  
Overall, there were no signs of depressions, tension cracking, or other 
indications of settlement or shear failure and the crest appeared to be in 
satisfactory condition. 

 

Minor Rutting Along Crest at Left Abutment 
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5.2.2 Upstream/Inside Slope 

No scarps, sloughs, depressions, bulging or other indications of slope 
instability or signs of erosion were observed.  There was an isolated area that 
had recently been repaired and was covered with an erosion control fabric. 

 
Upstream slope 
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5.2.3 Downstream/Outside Slope and Toe 

Widespread seepage was observed along the toe.  No scarps, sloughs, 
depressions, bulging or other indications of slope instability or signs of 
erosion were observed.  

 
Widespread seepage along toe 

5.2.4 Abutments and Groin Areas 

The abutments and groin areas of the dike appear to be in satisfactory 
condition. 

 
Right Abutment  
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5.3 DOWNSTREAM DIKE (CLEV-049) 

5.3.1 Crest 

No scarps, sloughs, depressions, bulging or other indications of slope 
instability or signs of erosion were observed.  

 
Downstream Dike Crest 

5.3.2 Upstream/Inside Slope 

No scarps, sloughs, depressions, bulging or other indications of slope 
instability or signs of erosion were observed.  
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5.3.3 Downstream/Outside Slope and Toe 

No scarps, sloughs, depressions, bulging or other indications of slope 
instability or signs of erosion were observed.  Seepage was observed at the 
toe of the slope in the vicinity of the internal blanket drain. 

 
Overall View of Downstream Slope 

5.3.4 Abutments and Groin Areas 

The abutments and groin areas of the dike appear to be in satisfactory 
condition. 

 
Right Abutment 
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5.4 OUTLET STRUCTURES 

5.4.1 Overflow Structure 

The outlet structures were properly discharging flow from the pond and 
visually appeared to be in good condition.  

5.4.2 Outlet Conduit 

The visual portion of the outlet conduit was functioning properly with no 
apparent deterioration.  

 

Outfall into Broad River 

5.4.3 Emergency Spillway 

No emergency spillway is present.  

5.4.4 Low Level Outlet 

No low level outlet is present. 
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6.0 HYDROLOGIC/HYDRAULIC SAFETY 
 

6.1 SUPPORTING TECHNICAL DOCUMENTATION 

6.1.1 Flood of Record 

No documentation has been provided about the flood of record.  It was 
noted that in October of 2005 a storm equivalent to a 500-year storm event 
occurred; the embankments were not overtopped. 

6.1.2 Inflow Design Flood 

According to FEMA Federal Guidelines for Dam Safety, the current 
practice in the design of dams is to use the Inflow Design Flood (IDF) that 
is deemed appropriate for the hazard potential of the dam and reservoir, 
and to design spillways and outlet works that are capable of safely 
accommodating the flood flow without risking the loss of the dam or 
endangering areas downstream from the dam to flows greater than the 
inflow.  The recommended IDF or spillway design flood for a significant 
hazard, large-sized structure (See section 2.2), in accordance with the 
USACE Recommended Guidelines for Safety Inspection of Dams ER 
1110-2-106 criteria is the Probable Maximum Flood (PMF) (See 
Table 6.1.2). 

 

The Probable Maximum Precipitation (PMP) is defined by American 
Meteorological Society as the theoretically greatest depth of precipitation 
for a given duration that is physically possible over a particular drainage 
area at a certain time of year.  The National Weather Service (NWS) 
further states that in consideration of our limited knowledge of the 
complicated processes and interrelationships in storms, PMP values are 

Table 6.1.2: USACE Hydrologic Evaluation Guidelines 
Recommended Spillway Design floods 

Hazard Size Spillway Design Flood 

Low 
Small 50 to 100-yr frequency 
Intermediate 100-yr to ½ PMF 
Large ½ PMF to PMF 

Significant 
Small 100-yr to ½ PMF 
Intermediate ½ PMF to PMF 
Large PMF 

High 
Small ½ PMF to PMF 
Intermediate PMF 
Large PMF 
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identified as estimates.  The NWS has published application procedures 
that can be used with PMP estimates to develop spatial and temporal 
characteristics of a Probable Maximum Storm (PMS).  A PMS thus 
developed can be used with a precipitation-runoff simulation model to 
calculate a PMF hydrograph. 

The 24 hour, 10-square mile PMP depth is 40 inches.  The facility has a 
contributing drainage area of approximately 258 acres for the ash pond.  A 
1986 report from Law Engineering states that the ash pond could handle 
the ½ PMP, 24-hour duration rainfall event.  The existing freeboard during 
the ½ PMP event would be 1.7 feet; however, the design storm of the PMP 
needs to be evaluated.  (Appendix A: Doc 09 – 1986 Five-Year Inspection 
Report). 

6.1.3 Spillway Rating 

No spillway rating was provided. 

6.1.4 Downstream Flood Analysis 

No downstream flood analysis was provided. 

6.2 ADEQUACY OF SUPPORTING TECHNICAL DOCUMENTATION 

Supporting documentation reviewed by Dewberry is inadequate.  Although 
documentation was provided for the hydrologic/hydraulic safety analysis, the PMP 
design storm was not assessed. 

6.3 ASSESSMENT OF HYDROLOGIC/HYDRAULIC SAFETY 

Adequate capacity and freeboard to safely pass the design storm has not been 
demonstrated.  
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7.0 STRUCTURAL STABILITY 
 

7.1 SUPPORTING TECHNICAL DOCUMENTATION 

7.1.1 Stability Analyses and Load Cases Analyzed 

A stability analysis summary for the ash pond dated January 8, 2007, by 
MACTEC, provides information on the stability analysis results and is 
presented in Section 7.1.4 Factors of Safety and Base Stresses.  Steady 
state (normal) and seismic loading conditions were analyzed.  See 
Appendix A (Doc 01: Five-Year Inspection Report) for the complete 
summary.  This document summarizes slope stability analyses performed 
in 1983, 1986 and 1997. 

7.1.2 Design Parameters and Dam Materials 

The MACTEC inspection report includes documentation of the shear 
strength design properties for the ash pond embankments, Test results 
showing the strength parameters of the embankments are presented below.  
The results present generally acceptable values for these types of 
materials. 

Table 4 

Soil Properties for Stability Analysis North Embankment 

Material Unit Weight 

(pcf) 

Fiction Angle 

(degrees) 

Cohesion  

(psf) 

  SCU(1) SCU(2) SCU(1) SCU(2) 

Foundation Soil 105 25 25 0 0 

Embankment Soil 131 28 34 800 0 

Internal Drain 120 30 30 0 0 

SCU (1) = Saturated Consolidated Undrained Triaxial Test (R) 

SCU (2) = Saturated Consolidated Undrained Triaxial Test Corrected for 
Pore Pressure (R) 
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7.1.3 Uplift and/or Phreatic Surface Assumptions 

Figure 7.1.3a shows Phreatic Elevations based on historic observations.  
See Appendix A: Doc 01: Five-Year Inspection Report Table C-1 in 
Appendix C to see documented historical highs and lows of phreatic 
elevations.  Figure 7.1.3b shows a consistent trend between the ash pond 
depth and piezometer readings. 

Figure 7.1.3a – Phreatic Elevations 

 1983 1997 

Location Pond at 772 Pond 758 Pond 772 

Centerline 766 748 766 

OW-7 724 730 735* 

P-5 664 687 702 

OW-8 660 666 676 

OW-9 685.5 664 670 

Tailwater 655 655 655 

*Assumed phreatic line rises to elevation 744 about 14’ horizontally 
upslope from OW-7. 

 

Figure 7.1.3b: Historical Pond Depth VS Piezometer Readings 
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7.1.4 Factors of Safety and Base Stresses 

In the five-year inspection report the downstream dike was considered 
more critical and a slope stability analysis was provided.  The information 
is summarized below. 

Table 7.1.4 Factors of Safety for Cliffside Station Downstream Dike 

Loading 
Condition Slope 

Required Safety 
Factor (US 

Army Corps of 
Engineers) 

Cliffside 
Computed 

Average Safety 
Factor 

Steady State 
(772’) 

Outside 1.5 >1.5 

Steady State 
(772’) 

Inside 1.5 1.5* 

Rapid 
Drawdown 
(772’ to 755’) 

Inside 
1.25 1.76 

*Factors of safety in the range of 1.35 to 1.4 were calculated for shallow 
(4 to 10’ deep) potential failure arcs on the 2:H:1V portion of the inside 
slope. 

7.1.5 Liquefaction Potential 

MACTEC’s five-year report documents that the embankments are rolled 
fill construction, wherein the soils were spread in layers and compacted 
with mechanized equipment.  The foundations are not known to contain 
loose, water deposited sands, which is the most susceptible type of soil for 
liquefaction by seismic loading.   

7.1.6 Critical Geological Conditions 

The Cliffside station ash pond geology consists of biotite gneiss and 
schists with subordinate layers of various metasedimentary rocks.  Small 
masses of granitic rock are coming in this part of the Inner Piedmont.  
(Appendix A: Doc 01 – 2007 Five-Year Inspection Report). 
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Based on USGS Seismic-Hazard Maps for the Conterminous United 
States, the facility is located in an area anticipated to experience a 0.10g 
acceleration with a 2-percent probability of exceedance in 50-years. 

 

7.2 ADEQUACY OF SUPPORTING TECHNICAL DOCUMENTATION 

Structural stability documentation is adequate.  

7.3 ASSESSMENT OF STRUCTURAL STABILITY 

Overall, the structural stability of the dam appears to be satisfactory. 
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8.0 ADEQUACY OF MAINTENANCE AND METHODS OF OPERATION 
 

8.1 OPERATING PROCEDURES 

Operational procedures are adequate. 

8.2 MAINTENANCE OF THE DAM AND PROJECT FACILITIES 

The maintenance of the dam and project facilities was adequate, although the 
following maintenance items need to be addressed:  

 Continue monitoring seepage at toe of both embankments 

 Repair minor rutting on crest 

8.3 ASSESSMENT OF MAINTENANCE AND METHODS OF OPERATIONS 

8.3.1 Adequacy of Operating Procedures 

Operating procedures appear to be adequate. 

8.3.2 Adequacy of Maintenance 

Maintenance procedures appear to be adequate. 
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9.0 ADEQUACY OF SURVEILLANCE AND MONITORING PROGRAM 
 

9.1 SURVEILLANCE PROCEDURES 

Monthly Inspections: 

Monthly inspections reports were provided by Duke Energy and can be found in 
Appendix A: Doc 06. 

Annual Inspections: 

Annual inspections were provided by Duke Energy and can be found in 
Appendix A: Doc 04 & 05 

Five-Year Inspections: 

Five-Year inspections reports were provided by Duke Energy and can be found in 
Appendix A: Doc - 01, 03 & 09. 

9.2 INSTRUMENTATION MONITORING 

Piezometers and monitoring wells installed are adequate for monitoring the phreatic 
surface. 

9.3 ASSESSMENT OF SURVEILLANCE AND MONITORING PROGRAM 

9.3.1 Adequacy of Inspection Program 

Based on the data reviewed by Dewberry, including observations during 
the site visit, the inspection program is adequate. 

9.3.2 Adequacy of Instrumentation Monitoring Program 

Based on the data reviewed by Dewberry, including observations during 
the site visit, the instrumentation and surveillance program is adequate. 
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